
MINIMUM 1" [25 mm] WIDE
POCKET BETWEEN WALLS

AND ROOF INSULATION

SHEET METAL ANGLES
ONLY REQUIRED TO

CLOSE GAPS BETWEEN
DECK AND WALL

WHEN NECESSARY

FILL FIRST (2) PARALLEL DECK FLUTES WITH
CLOSED CELL SPRAY FOAM INSULATION

MULTIPLE LAYERS OF
ENERGYGUARD™ POLYISO
ROOF INSULATION
STAGGERED AND OFFSET

FILL PERPENDICULAR DECK FLUTES A MINIMUM
OF 12" FROM FACE OF WALLS

All information contained within this document applies only to the specified product(s) and/or
detail, and is the property of GAF. This document may not be distributed, modified, or reproduced

in any format, written, verbal or otherwise, without prior written approval from GAF.
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Air Seal at Interface of
Steel Deck and Wall

Walls & Curbs

11/13/2023 1' = 1-1/2"
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Cold Storage
TPO & PVC Roofing System Solutions
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